


PACIFIC POWER & LIGHT COMPANY

1992 HS
CASE C-3R

AREA INTERCHANGE

Area Metered at

WAPA LM (PPSL Load)

WAPA LM (Rushmore-Basin)
WAPA LM (Rushmore)

Net with WAPA LM

WAPA UM (WAPA UM Load)

WAPA UM (Rushmore)

Net with WAPA UM

Idaho (J.B.

Net with Idaho

Montana (Montana Load)

Net with Montana

WAPA UC NET

Loads
Losses
Interchange
Intrachange
Gen. Netted

Total Gen.

MW (+out p —in)

Thermopolis 230 192.1
WAPA LM (Tri-State Load) Casper 115 - 86.1
Dave Johnston 230 -457.1
Dave Johnston 115 - 3.9
WAPA LM (Gillette) L.R.S. 500 557.0
202.0
Yellowtail 230 - 13.0
- 4.0
- 17.0
for Wyo.) Bridger 230 =-290.0
=-290.0
Yellowtail 230
Billings 161 - 8.0
- 8.0
50.0 50.0
TOTAL Area Interchange - 63.0
LOADS AND RESOURCES
PP&L BHPSL Reg. LM Reg. UM Rushmore Montana Total
1007.9 329.0 86.1 13.0 451.6 8.0 -1820.5
33.3 7.2 0.0 0.0 19.5 0.0 60.0
-97.9 0.0 -86.1 -13.0 =-465.0 -8.0 = 63.0
84.0 - 84.0 0.0 0.0 0.0 0.0 0.0
0.0 -175.0 0.0 0.0 0.0 0.0 - 175.0
1017.0 75.0 0.0 0.0 0.0 0.0 1817.3
GENERATION SCHEDULE
Units On MW
DAVEJOHN &4 (Alternate Swing) 4 383.3
DAVEJOHN 1 1; 2 206.0
DAVEJOHN 3 3 231.0
WYODAK 1 340
GILLETTE 657
Total Generation 1817.3

N

CASE C-3R

IDAHO AREA

1992 HEAVY SUMMER LOADING

AREA INTERCHANGE

AREA

Utah (For IPCo load on UP&L and MPCo)
Utah (UPSL to SPP via Idaho area)
Utah (For BPA load on UP&L)

Net to Utah
Wyoming (PPSL Bridger to PP&L Wyoming)

Sierra Pacific (UPSL to SPP less 32 loss)
Sierra Pacific (Non Firm Sale to IPCo)

Net to Sierra Pacific
Net to Northwest

Total Idaho Area Interchange

AREA LOADS AND RESOURCES

Loads
Estimated Loss
Interchange
Generation

AREA GENERATION
Plant Name

American Falls
Anderson Ranch 6.9
Bliss 13.8

Bowmont 138
Brownlee 13.8 (Area Swing)
Brownlee #5 13.8
Emmett 138

Hells Canyon 14.4
Jim Bridger #1 22.0
Jim Bridger #2 22.0
King 138

Lower Salmon 13.8
Lucky Peak

Minidoka 138

Oxbow 13.8

Payette River
Strike 13.8

Twin Falls 138
Wiley/Dike

Wood River

v,

MW (+ out) (- in)
130.0
-75 -185.0
=240
290.0
73
-180
-107
s.s
113.5
M
3484
219
+113.5
3816.5
Units On L}
1-3 69.0
1,2 26.9
1-3 0.0
1-10 0.0
1-4 1003.8
5 151.6
1,2 10.1
1-3 0.0
1 446.3
2-4 1639.0
1-5 202.
1-4 0.0
1 63.1
1-7 12.%
1-4 0.0
1 67.4
1-3 54.7
1-7 27.8
1 0.0
i 42,1
3816.5



UTAH POWER & LIGHT COMPANY

1992 HEAVY SUMMER -

1992HS

AREA INTERCHANGE

CASE C-3R

AREA

MW (4OUT, -IN)

IPCO (Monsanto No. 3) -74
IPCO (BPA Load in Utah) -112
IPCO (IPCO Load in Utah) -38
IPCO (Sierra Pacific) 325
IPCO (IPCO Load in MPC) -21
IPCO (Surplus Sale) 105
Net with Idaho Power Co. 185.0
MPC (IPCO Load in MPC) 21
Net with Montana Power Co. 21.0
UC Region (for SCE) 551
UC Region -56
UC Region (CRSP Load in Utah) =237
UC Region (CRSP Load in SPP Co.) =24
Net with Upper Colo. Region 584.0
UC Region (Idaho & Utah Sales) 350
SPP Co. (Contract) 75
SPP Zo. (IPA Load at Gonder) 86
SPP Co. (Sale) 19
Net with Sierra Pacific Power Co. 180.0
LADWP (IPP Generation to Utah) -1275
Net with Los Angeles Department -1275.0
of Water and Power
AIRZ (VIA Four Corners) 650 650.0
Total Area Interchange 345.0
LOADS AND RESOURCES
BPA
Utah LUC Region Palisades IPCo. Total
Load (MW) 36034.0 (1) 634. 4 275. 2 85. 6 4598. 6
Losses (MW) 224.0 48. 1 12. 4 5.5 290.0
Interchange (MW) 1065.1 -568.0 -112.0 -91.1 345.0
Total Gen. (MW) 4892.5 114.5 (2) 175.6 (3) 0 5233. 6

(1) 20 MW of small streams netted out.
68 MW of Geneva load carried by Geneva generator.

Includes 344 MW of station use.
(2) Carried by Utah Power & Light.

(3) 70 MW supplied by Palisade genr
by Utah Power & Light.

and the difference supplied

%



Utah Power & Light Company
1992HS (Continued)

CASE C-3R
GENERATION SCHEDULE

Plant Name Units On St:::ml
Naughton G3 (Alternate Swing) 1 14
Carbon Gl 1 3
Carbon G2 1 6
E Hunter Gl 1 40
E Hunter G2 . 1 40
E Hunter G3 1 40
E Hunter G4 1 40
Gadsby Gl 1 3
Gadsby G2 1 4
Gadsby G3 1 4
Geneva Gl (4) 1 -
Grace 138 1-6 -
Hale G2 1 1
Huntington Gl 1 40
Huntington G2 1 25
Naughton Gl 1 10
Oneida 138 1-3 =
Palisades Gen. (5) 1-4 =
Wellington Gl 1 30
Wellington G2 1 30
Central Utah

Total Generation 344

(4) Geneva (MW)

(5) BPA (MW) 74

379.6

91
440
440
440
440

23

68
30
18
440

150

10
120
530
530
476

5,233.6

ARIZONA
Heavy Summer
AREA INTERCHANGE
Case C-3R
Area Metered At
ADWP (Palo Verde to LADWP) Mead
ADWP (Navajo to LADWP) McCullough
ADWP (Navajo to NPCO) McCullough
ADWP (DC Intertie) Mead
Net with LADWP
Nevada (Palo Verde to NPCO) Liberty

Nevada (PD to DCRR)

Nevada (WAPA LCA to DCRR)

Nevada (LCA to L.E. Coop)

Nevada (from SCE (Mohave) for NPCO)
Nevada (DCI Intertie)

Net with Nevada

New Mexico (PSNM to Farmington)

New Mexico (Four Corners to FSNM and EPEC)
New Mexico (WAPA UCA to WAPA SWR)

New Mexico (Paio Verde to EPEC and PSNM)

Mead & Hoover
Mead & Hoover
Mead & Hoover
Mead & Hoover
Liberty

Four Cormers
Four Corners
Four Corners
Four Cormers

New Mexico (Palo Verde to EPEC) and PSNM) Greenlee

New Mexico (San Juan to TGE) San Juan
Net with New Mexico

Utah (Ariz. via Four Corners)

So. Calif. (Palo Verde to SDG&E) Palo Verde

So. Calif. (Four Corners to SCE) El Dorado

So. Calif. (PD to MwD) Gene

So. Calif. (SCE (Mohave) to NPCO) Mead

So. Calif. (SCE (Mohave) to WAPA LCA for SRP) Mead

So. Calif. (Palo Verde to SCE) Palo Verde

So. Calif. (DC Intertie) Liberty

So. Calif. (Palo Verde to So. Calif. Munic.) Palo Verde

Net with So. Calif.

WAPA UCA (Sales to Ariz.)

WAPA UCA (PSNM to Farmington)

WAPA UCA (APS to Kayenta and NTUA)

WAPA UCA (WAPA UCA to WAPA SWR)

WAPA UCA (Four Cornmers (SRP) to WAPA UCA)
WAPA UCA (WAPA UCA to SRP, Four Corners)
WAPA UCA (WAPA UCA to SRP, Hayden)

WAPA UCA (WAPA UCA to SRP, Yampa)

WAPA UCA (WAPA UCA to WAPA LCU)

WAPA UCA (APS to Glen Canyon)

To SDGE (at Yuma)

Net with WAPA UCA
Northwest to WAPA DCI

Net with Northwest

TOTAL AREA INTERCHANGE

Four Cormers
Four Corners
Four Corners
Four Corners
Pinnacle Peak
Pinnacle Peak
Pinnacle Peak
Pinnacle Peak
Pinnacle Peak

Liberty

MW (+out, -in)

204.0

66.0
703.0
50.0

- 220.0
= 157.4
1010.0
390.0
1654.3

=1251.0
64.0
27.7
- 480.0
151.0
- 143.0
- 219.0
- 309.0
-1306.8
19.1
363.7

-1970.0

1015.0

550.7

1266.0
- 650.0

3496.0

363.7
=-3447.0

-1970.0

624.4



BEST DOCUMENT AVAILABLE

ARIZONA
Heavy Summer
AREA_INTERCHANGE

Case C-3R
Area APA APPA APS cuc Corners Nava jo Verde SRP TGE LCA Area Total
Load 42.9 673.1 4243.9 152.3 0.0 135.0 0.0 3206, 2 1771. 1 621.4 537.1 12555.0
Losses 6. 1 19. 5 114.6 6.1 22,0 30.8 6.0 68.0 100. 7 79.6 21.5 527.0
Intrachange 102.9 -285.6 -2532.3 -158.4 332.0 1519.0 2506.0 -2143.6 -380.38 1178.8 -138.0 0.0
Interchange _ 0.0 0.0 46.8 0.0 1156.0 717.0 2568.0 -471.0 -544.0 -1583.7 0.0 624.4
Generation 151.9 407.0 1873.0 0.0 1510.0 2401.8 5080. 0 659. 6 947.0 296. 1 420. 6 13706. 4

GENERATION SCHEDULE

Name Units On MW
AGUAFRA318.0 (Swing) 3 46.9
AGUAFR1213.8 1,2 26,0
APACHST113.8 1 77.0
APACHST220.0 2 160. 0
APACHST320.0 3 160.0
CHOLLA 13.8 1 116.0
CHOLLA2 22.0 2 235.0
CHOLLA3 22.0 3 262.0
CHOLLA4 22.0 4 347.0
CHOLLAS 22.0 5 251.0
COACHELA13. 8 i 80.0
CORN Gl22.0 1 350.0
CORN G222.0 2 350.0
CORN G322.0 3 350.0
DAVIS 13.8 1-5 196. 1
DMPGEN3 13.8 3 10.0
DMPGEN4 13.8 4 14.0
DROP EQ 92.0 1 5.0
ELCEN %13, 8 4 70.0
FCNGZN 120.0 1 175.0
FCNGEN 220.0 2 177.0
FCNGEN 320.0 3 220.0
FCNGN4CC22.0 4 755.0
FCNGN5CC22.0 5 755.0
HOOVER 16.5 2 151.9
HRSMS12313.8 1-3 27.0
IIDGEOTH13.8 1,2 220.0
IRVTGE] 13.8 | 71.0
IRVTGE2Z 13.8 2 62.0
IRVTGE] 13.8 3 78.0
IRVTGE4 18.0 4 52.0
KYRENE 212.5 2 30.0
MRMFLTPS13.8 1 9.0
NAVAJO 126.0 1 800. 6
NAVAJG 226.0 2 800. 6
NAVAJO 226,0 3 800. 6
NAVAJO 226.0 3 800. 6
OCOTILLO13. 8 1 110. 0
PARKER 6.9 1-4 100.0
PALOVRD124,0 1 1157.0
PALOVRD224.0 2 1158.0
PALOVRD324.0 3 1270.0
PALOVRDA24. 0 “ 360.0
PLT KNOB13.2 1 20. 6
RSVLTGEN13. 8 1 34.0
SPRGEN1 24.0 1 330.0
SPRGEN2 24.0 4 330.0
STRTMTG 11.0 1 12,0
YUCCAGEN13.8 1 25.0
APACHCTI13.8 1 __lo.0
TOTAL 13706. 4
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